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U.S. Department of Energy
Richland Operations Office

P.O. Box 550
Richland, Washington 99352 055496

Ms. Lisa Brown
State of Washington

1
^ m

Department of Health
1500 W. 4th Avenue. Suite 305
Spokane. Washington 99204-1639

Dear Ms. Brown: ^^o2sLS"VOIV

233-S SUPPORT TRAILER (M0-409) TIE-IN TO EXISTING SYSTEM 2607-W6 (W-370)

This letter is in reference to the State of Washington Department of Health
(DOH) letter to Mr. Hector M. Rodriguez from you. "Septic Tie-In to Existing
System (2607-W6: W-370 Project) to Support the 233-S Project Support trailer
Additional Flow 340 GPD: Total Approved Flow of 2607-W6 Including 233-S
Support Trailer (MO-409). 13.285 GPO." dated August 13, 1997. Please find
attached the following documents to support DOH approval in accordance with
the referenced letter:

1. Bechtel Hanford. Inc. letter to G. A. Schneebeck, DynCorp, from
W. J. Peintinger, same subject as above, dated January 15, 1998.
(CCN 055307). req uesting DynCorp to revise the Operation and Maintenance
Manual for the 2607-W6 ( W-370) to incorporate provisions for maintenance
of the added sewage lift station for this project ( Attachment 1):

2. "As-Built" drawing of the lift station and sewer tie-in line
(Attachment 2): and

3. Completed Construction Report for Large On-site Sewage Systems
(Attachment 3).

The 233-S support trailer was installed in the 200 West Area to accommodate a
field support team of up to 20 people.

If you want to discuss this matter further or require additional information,
please contact me at (509) 376-7121.

Sincerely,

e&r. Brugg Project Manager
DDP:JMB Deation and Decommissioning Project

Attachments: As stated

cc w/attachs: cc w/o attachs:
P. S. Innis. EPA A. B. Chaloupka, BHI
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Bechtel
3350 George Washington Way
Richland. WA 99352

Tel: (509) 375 4640
Fax: (509) 375 4644

JAN 1 5 1998

DynCorp
G. A. Schneebeck, Director
Facility Maintenance & Site Services
P.O. Box 1400
2430 Stevens Drive, MSIN: G3-05
Richland, WA 99352

055307

Job No.22192
Wnnam Rnprme RequveE YES

DueUaie V1/98

ARemee iiA SeMeeEeek^aCCN
OC NA

iS0 NrA

ERA NrA

sLC,^ 4220

Subject: 233-S SUPPORT TRAILER (MO-409) TIE IN TO EXISTING SYSTEM
#2607-W6 (W-370)

Dear Mr. Schneebeck:

Attached is a copy of the Washington State Department of Health (DOH) approval of the tie-in to the
Septic System #2607-W6 (W-370) that was recently completed for the 233-S office support trailer
(MO-409). One item identified as a provision in the DOH approval letter dated August 13, 1997, is a
requirement to revise the 2607 Septic System Operation and Maintenance Manual (O&M Manual).

The provision specifically states: "The Operation and Maintenance Manual and maintenance activities
for the 2607-W6 (W-370) large on-sile sewage systent shall be revised to incorporate provisions for
maintenance of the added lifi stationfor this project."

Please revise the O&M Manual and transmit the revised copy to the DOH for their review and final
approval of the project.

Work Order Number DB8231 has been issued to the PHMC contractor for the maximum amount of
$750. These funds are for the revision of the O&M Manual and submittal of the same to DOH.

If you have any questions, please contact Mr_ H. F. (Rick) Parsons of my staff at 372-9437.

^
^

W.J. Peinting r
Services Manager

HFP:nac

V Bechtel Hanford, Inc.



Mr. Schneebeck

Pa5AN 1 5 1998
Attachments: DOH Approval Letter

Work Order DB8231

cc: J. M. Bruggeman (RL) HO-12, w/a
H.M. Rodriguez (RL) A5-15, w/a
J.A. Thornock (DYN) S2-66, w/a
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sTAti of wAw04ctGav

DEPARTMENT OF HEALTH
01MCE OF COAWUNITY sNV1aoNMdVTAI NEALiH PaOGRMMi

1500 Mlrf far* AbrN„ foiN 30 • *eiaey WoMqsm 9l204-7i39
lOeKls& (l0lJ If61997

August 13,1997

ATIN:Mr. HeaotM Rodtigurs, MS. AS-1S
U.S. Deptstmant ofF.aetlll
Eavironmeonl Aesuraace, Pamits & Policy
Riobtand Field Ol&e
P.O. Box $00
Ricbiaad WA 99352

RE: Septic Tie•In to Etdsting System (2607-W6; W370 Project) to Support the 233-S Project
Support Trailer, Additional Fkw 340 GPD; Total Approved Flow of 2607-W6 Including
233-S Support Traikr (MO409),13,285 GPD

Our Mr. Rodriguez

The plans, specifiestiont and supporting in£otaiuion for tha above projea received in this o$ice
on August 7, 1997 with additional information received via l1ketinnle on August 13, 1997 have
been reviewed and in eccordanee with WAC 246-272 are hereby APPROVED.

PROVIDED:

1. The Opcration and Maintenance Manual and maintenance activities for the 2607-
W6 (W-370) large on-site sewate system shall be revised to ineorporate provisions
for maintenance of the added scwage lift station for this project.

2. An "As-Buiit" drawing of the lift station and sewer tie in line shall be submitted to
this department withia'60 days followine coastruction completion.

3. Department of Health shall be notiRed to complete a Tmai inspection of the lift
station installation.

As required in WAC 246-272-08001- Within sixty daya following the completion ofand ptior to
the use of the above project or portions thereo>: the atraehed Certifieuion must be completed by a
profntional engineer and returned to this department.

WAC 246-272-08001 provides that if the cetiifieation of completion has not been aubmitted
within two years ofthe due of this leaer, this approval will become null and void unless you take
action at that time to arrange for an extension of the approval period in the manner prescribed.

!yl

qlloc:
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Mr. HeesorM Aodri`uez
AuEtist 13, 1997
PsSe 2

In uwrdanee with provisions otthe "Memorandum ofUadantaadinp° betweea Was6inScon
Stats Deputmeoe o!'FietUh and the WesbiaStoo Seus DeperuaenL afBcoloSy (effectiw Jnae 1,
1992), fees wi0 be oolleeted tar reviw and epprovel of d1 eppScation Proleetw• Regulations
establishing a s<hedals of£ae for review of pleooiaa, enaineannS and coasteuerion doaiaseau
whn adopted July 1,1987 (WAC 246-27I-990). An itemiud bill tor SS00.00 is eneloud

Sineerely.

Lisa Browi. P.B.
En*oamaanl EaSioeer
Large Oa-Site Sevrage Systeens
(509) 456-2754

cc: Degt. ofF,e,olcSy Nuclear and Mcced Waste MaaeSemeat, Any Hencley, P.E.
Hechcel H,nford Inc., Rick Pusonu
SCM Conaultants, Inc, Leon Liedbloom, P.E.
U.S. Depc ofF.ntrSy. KarhlGmsp (Invoice)
A==-Fnnktin County Fiethb Disuia

Q00
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VERi/HORZ CROUSE-HINDS
CONDULET SEAL EYSXX SERIES
OR EOUAL i

BACKFILLED & COMPACTED
SUBGRADE SOIL MEET
SURROUNDING GRADE B
RESURFACE TO MATCH

3 4

DESCRIPTION

ORENCO

^^ 'OR EQUAL

1. PUMP BASIN ASSEMBLY P53060

2. SPLICE BOX S

3. MERCURY FLOAT ASSEMBLY MFE2A

4. HOSE & VALVE ASSEMBLY Hy2008CX

5. CONTROL PANEL Si

6. SEWAGE PUMP PSE40-115

7. DISCONNECT PER ORENCO

5

FBERGIASS LID W/ STAINLESS
STEEL BOLTS AND URETHANE GASKET
PROVIDE CARBON FILTER VENT

ELECTRICAL SPLICE
BOX W/ CORD GRIPS -

ELECRiICAL CONDUT
TO POWER SOURCE--

FIELD CUT 4' PVC TO

SCH 40 SANITARY TEE

4- PVC INFLUENT ^/
FROM MO-409

Ia r.rr r. 1

'm

ON -

0

v m

Y

5
u

OFF -

I^W

^ . . '. .. ^ . _ . ' . -

LIFT STATION
WITH SEWAGE PUMP

NOT TO SCALE

2 3

PVC HOSE AND VALVE ASSEMBLY

2'0 FLEXIBLE PVC HOSE
(12- LONG WITH FIITINGS)

2' PVC SEWAGE DISCHARGE.
FIEL.D ROUTE TO SEPTIC TANK
SOUTH OF MO-291 WITH CLEANOUT
EYERY 150' MINIMUM

QUICK DISCONNECT BRACKET FOR
LEVEL CONTROL FLOAT ASSEMBLY

FLOAT SWITCH (TYP)

$

PVC CHECK VALVE

1/4' NYLON OR POLYPROPYLENE
LIFT ROPE 8' LONG

30Y PVC BASIN W/ NEOPRENE GROMMETS

GRUNDFOS 4/10 HP MODEL PSE40-115
SEWAGE PUMP. OR EQUAL

42'0 CONCRETE BASE

4 5

6

x

NEW SEWAGE LIFT STATION,
CENTER 6' FROM BUILDING
AND 6' FROM FENCE AS
DIRECTED BY STR ^

BOLLARDS (REF)

CONNECT TO SEPTK: TANK
NOT TO ANOTHER GRAVITY
SEWER UNE

1 8 1 9

CONNECT BUILDING
DISCH4RGE SEWER TO
LF15G710N INFLUENT. USE

ABS
OR PVC TO W.TCH,

NIIMUM SLOPE 1/4' PER
AOOT.

ROUTE CONTROL AND POWER
Fi1BLES TO ROOM 09. MOUNT

MO-409 CONTROL AND ALARM ON NORTH
WALL NEAR PHONE BOARD.10
POWER SOURCE IS ELECTRIC
PANEL ON EAST WALL. ADD
NEW DEDICATED 20 AMP
CIRCUIT W/ BREAKER.

W !1

y. EXISTINC 2' SANITARY
WATER

RAW SEWAGE DISCHARGE

^ 2Y CLASS 160 PVC OR
BETTER DISCHARGE FIELD
ROUTE TO SEPTIC TANK
SOUTH OF MO-291 AS
DIRECTED BY BECHTEL
HANFORD INC., SIR

PARTIAL SITE PLAN

NOT TO SCALE -^

J

10

'I

,11
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I DcPIR6 1/21 / 9D I
THIS DOCUMENT REPRESENTS

THE AS-CONSTRUCTED
CONDITIONS AS OBSERVED BY
SCM STAFF ON 12/4/97.

GENERAL NOTES
1. PROVIDE ALL EOUIPMENT, LABOR, MATERNLS, SUPPLIES, FEES AND MANUFACTURERS

ASSISTANCE AS NECESSARY TO PRONIDE A COMPLETE AND OPERATIONAL LIFT STATION
TO COLLECT AND TRANSPORT WASTE WATER FROM BUILDRiG MO-409 TO THE EXISTING
6500 GALLON SEPTIC TANK ON THE SOUTH SIDE OF BUILDING MO-291.

2. ALL WORK WILL BE AT THE DIRECTION OF BECHTEL HANFORD. INC. STR.

3. ALL INSTALLATK)NS, EXCAVATIONS, BACKFILL SITE RESTORATK)N WILL BE COMPLETED TO
CURRENT INDUSfRY, BECHTEL AND HANFORD SITE SFANDARDS AND APPUCABIF CODES.

4. PROVIDE MANUFACTURER'S DATA AND OPERATIONS AND WINiEIUNCE PROCEDURES.

EQUIPMENT SCHED( LF

PROVIDE THE FOLLOWING FROM ORENCO SYSTEMS, INC
SUTHERLIN. OR 97479 (541)459-4449 MDDEVDR EQUA

1. PUMP BASIN PVC, 30's X 60' HK:H W/4' INLET FITTING P83060

2. CLEAN OUT VENT ASSEMBLY INCLUDE THE SANITARY TEE PBCOJ

3. DISCHARGE GROMMET WATERIICHF CONNECTION FOR 2" PIPE G2

4. FLOAT BRACKET PVC BRACKET BONDED TO BASIN PBFB

5. SPUCE BOX PVC W/4' CORD GRIPS & 3/4" OUTLEI F11TNG S133

6. FLOAT SWITCH ASSEMBLY 3 SIGNAL FLOATS ON PVC STEM MFE2A

7. PUMP CONTROL / ALARM 11SV Si

8. HOSE & VALVE ASSEMBLY PVC. 2' W/BALL & CHECK VALVES HV200BCX

9. Y SOLIDS SEWAGE PUMP GRUNDFOS 4/10 HP 115V PSE40-115

10. JUNCTION BOX PER ORENCO

THE ABOVE EQUIPMENT IS LIMITED TO THE LFTSFATKIN / OTHCR CABLE, PIPE, WIRING,
MATERIALS AND INSTALLATION WILL BE NEEDED.

8 ' 7 p "

r^r a
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Construction Report for Large On-site Sewage Syste,M 3 0 8
As required by wIUC 24fa27Z-0HODt (7): 9eloce a new Lage Onft Sewage systrro (LOSS) is used and withan 80 dayi
tollawrrg M+e of eor^tedian. a Gm+=ed a*tat must stmn0. so, and subetit Lo OW Depa^nt a LOSS
Gonstrnetion Report (on a fortn provided by the Depart+nrrt) aad'as-huiliY' or^e^ drarrings of the syatem. The
report shaH stata that the projed Is eonawded and sutatarqlapy^in arrosdanrs with the approved consWction
doam1crtr. and in to opntan of the eng"sner, tased on *.fomwtion avasabbe. to inataNdon and testatg of the system
was ^. ied out par Depactrtrnt rules. Also belore the I:OSS is used, the owner afraG submit an apdation and
maintenance manual developed by a firctced engineer for the.inmYed LOSS to On Department tor approval and obtain

a LOSS OPerating Pennit from the DepartrnenL Pemut will be issued upon receipt otthe eoe^strycpon niport

(a) If a project is being mmpleted in smge sonstn+ction. attach a map and desaiption of portmn of project
being carteied as being eompleted as approvcd an date given below. •

(b) As tutxe portions of staged construction Rojeds we IMP, each nwat be certified as nequired by
WAC 248472-0eoD1(n.

(c) Additional eatifiotion toens are a+aiable upon reyuesclean the DOH ofte below.

233S Support 11raila (bi0A09) Tie In to,
Existioa Syamm #26W, W-370 Projat
For add90ooat 8oa 340GPD

Nrir dRaRQSrwd By Swer 3Wrn
U.S: Depatraehat of Zoer$y
Rirhlarxi jrialri 0ff:Lce

Loss o.mmti s.

PD Bas 550
........^.

or >rw NO

Project Neme and nrseip6ve TIW-

DaEa Plans i Specifications Approved

By Department of HeadMr

13 AuGus7- 1997

Oft Pto^et or Portiass'(heaof CoenpleteC:

15 N\ove^.,.\'.ecl I gS1

The undersigned engineer or his authortced agent tas 6e:pec'ed the above-dasaihaa project, whiclt as to Iayout, san and
We of pipe. vaaves and matetials, and oher designed phyairal facilities has bun cotaCtu.bed in aeeortiaxe with the
pfacu and specificatican >p; a P by the Department of Hptlh, and in the opiroon of the engineff^ the instapation and
tesOng of the system was eartied out in eccorclmue with the spedOcsOarm appQOned by the Department far ihe project.

^ ec,
OMMPM6

Please return eounpleted form to:

Department of Health
Wasterrater IYlanaqanvot
SpolOne Rayiaol Office
1S00 Weft Fourtb Averote, Suite 305
Spolene, WA 99ZOt
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